AUTHENTICATED
U.S. GOVERNMENT
INFORMATION

GPO

Pipeline and Hazardous Materials Safety Administration, DOT

Subpart |—Fire Protection

193.2801 Fire protection.
193.2803-193.2821 [Reserved]

Subpart J—Security

193.2901 Scope.

193.2903 Security procedures.

193.2905 Protective enclosures.

193.2907 Protective enclosure construction.
193.2909 Security communications.

193.2911 Security lighting.

193.2913 Security monitoring.

193.2915 Alternative power sources.

193.2917 Warning signs.

AUTHORITY: 49 U.S.C. 5103, 60102, 60103,

60104, 60108, 60109, 60110, 60113, 60118; and 49
CFR 1.53.

SOURCE: 45 FR 9203, Feb. 11, 1980, unless
otherwise noted.

EDITORIAL NOTE: Nomenclature changes to
part 193 appear at 71 FR 33408, June 9, 2006.

Subpart A—General

§193.2001 Scope of part.

(a) This part prescribes safety stand-
ards for LNG facilities used in the
transportation of gas by pipeline that
is subject to the pipeline safety laws
(49 U.S.C. 60101 et seq.) and Part 192 of
this chapter.

(b) This part does not apply to:

(1) LNG facilities used by ultimate
consumers of LNG or natural gas.

(2) LNG facilities used in the course
of natural gas treatment or hydro-
carbon extraction which do not store
LNG.

(3) In the case of a marine cargo
transfer system and associated facili-
ties, any matter other than siting per-
taining to the system or facilities be-
tween the marine vessel and the last
manifold (or in the absence of a mani-
fold, the last wvalve) located imme-
diately before a storage tank.

(4) Any LNG facility located in navi-
gable waters (as defined in Section 3(8)
of the Federal Power Act (16 U.S.C.
796(8)).

[45 FR 9203, Feb. 11, 1980, as amended by
Amdt. 193-1, 45 FR 57418, Aug. 28, 1980; Amdt.
193-10, 61 FR 18517, Apr. 26, 1996]

§193.2003 [Reserved]

§193.2005 Applicability.

(a) Regulations in this part gov-
erning siting, design, installation, or

§193.2007

construction of LNG facilities (includ-
ing material incorporated by reference
in these regulations) do not apply to
LNG facilities in existence or under
construction when the regulations go
into effect.

(b) If an existing LNG facility (or fa-
cility under construction before March
31, 2000 is replaced, relocated or signifi-
cantly altered after March 31, 2000, the
facility must comply with the applica-
ble requirements of this part gov-
erning, siting, design, installation, and
construction, except that:

(1) The siting requirements apply
only to LNG storage tanks that are sig-
nificantly altered by increasing the
original storage capacity or relocated,
and

(2) To the extent compliance with the
design, installation, and construction
requirements would make the replaced,
relocated, or altered facility incompat-
ible with the other facilities or would
otherwise be impractical, the replaced,
relocated, or significantly altered facil-
ity may be designed, installed, or con-
structed in accordance with the origi-
nal specifications for the facility, or in
another manner subject to the ap-
proval of the Administrator.

[Amdt. 193-17, 656 FR 10958, Mar. 1, 2000, as
amended by Amdt. 193-18, 69 FR 11336, Mar.
10, 2004]

§193.2007 Definitions.

As used in this part:

Administrator means the Adminis-
trator, Pipeline and Hazardous Mate-
rials Safety Administration or his or
her delegate.

Ambient vaporizer means a vaporizer
which derives heat from naturally oc-
curring heat sources, such as the at-
mosphere, sea water, surface waters, or
geothermal waters.

Cargo transfer system means a compo-
nent, or system of components func-
tioning as a unit, used exclusively for
transferring hazardous fluids in bulk
between a tank car, tank truck, or ma-
rine vessel and a storage tank.

Component means any part, or system
of parts functioning as a unit, includ-
ing, but not limited to, piping, proc-
essing equipment, containers, control
devices, impounding systems, lighting,
security devices, fire control equip-
ment, and communication equipment,
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